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Shower Valve Installation:

Determine the fixing position for the valve. Remove the back plate from
the valve body by unscrewing the grub screw on the underside of the
shower valve using the Allen key provided. Place the back plate onto the
wall and mark the position of the three holes.

Prepare the supply pipes (hot on the left and cold on the right) at the
required height with a width of 150mm centres, making sure the hot and
cold supply pipes protrude out sufficiently to enable a secure connection.

Hot water inlet to be connected with hot supply on the left of the
valve, cold water inlet to be connected with cold supply on the right of
the valve, which are clearly marked. Make sure that they are correctly
connected, otherwise the thermostatic cartridge will lose its function of
controlling temperature and may cause scald.

Prior to installation and connecting, make sure the pipes are thoroughly
flushed to remove any debris etc. Attention: Failure to do this will impair
the flow of water.

Remove the nuts and olives and place the valve over pipes.

Drill suitable length holes at the marked positions. Use supplied plugs
and screws to secure the back plate.

Slide the cover plates onto the nuts and position each pipe with the
cover plate against the wall, slide an olive onto each pipe. Push the valve
over each pipe and into the back plate, tighten the two nuts onto hot
and cold inlet, and tighten the set screw with supplied Allen key to lock
the valve.

Turn on the water supply. Check all joints and connections for any leaks,
then turn off the water supply.

Operation Notice:

1

The work condition for use of this product is cold water 4-29°C, hot water 55-85°C
and water pressure O.5bar - 5bar. To avoid the differential pressure between hot
water and cold water, the thermostatic cartridge is preferably under the condition of
water pressure 3 bar, hot water 65°C and cold water 15°C.

2. Ensure that the shower valve is in the off position during periods of non-use.
3. Take measures to ensure the shower valve is not subjected to temperatures below 0°c
freezing.
4. Itis recommended that a qualified tradesperson should disassemble this valve.
Maintenance:

If the water flow is less than normal and temperature control is imprecise after a period

of usage. It is often due to the poor water which blocks the small filter net. The cleaning
method: At first, turn off the main valve. Remove the valve by loosening the nuts and set
screws. Remove the water inlet elbows, and unscrew the water inlet connector with Allen
key. Take out the small filter net and clear it with brush and vinegar. After completion, rinse
it and reassemble all the parts back. At last, check the water flow and temperature control.



Diagram:

rming:
Check the chosen wall space for
any pipes/cables prior to drilling!

. Diagrams are for illustration purposes only. Your thermostatic shower valve may
superficially differ from this drawing however the installation guide steps still apply.

. Water Inlet elbows can be adjusted to have the inlet upward or downward. Note:
Do not install the valve body upside down as this will cause the product to fail.

A compression reducer (Not Supplied) may be required for the chosen riser kit.
Ensure the riser kit you use in conjunction with this shower valve is the correct size.



Riser Kit Installation:

*When installing the Shower Unit please ensure that there is a minimum of 130cm height
clearance above your chosen shower valve to allow for the riser pipe and overhead shower head to
be fitted.*
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Warning:
Check the chosen wall space for
any pipes/cables prior to drilling!

. Turn on the water supply, check all joints and connections for any leaks.




Operation

On/Off Control
On/Off Control

Aftercare:

Always clean the surface of shower to keep it bright. Attention: please do not use
inappropriate tools such as sharp brushes, rough sponges, scouring pads or corrosive
detergent to clean the shower. Please clean the shower by wet cloth and soapy water
after each time of usage. Then rinse the soap out with clean water and dry with a soft
cotton cloth.

Recycling and Disposal:

Please recycle the packaging in accordance with your local government regulations
on waste handling and follow the same advice at the end of the products life.



Troubleshooting:

FAULT

POSSIBLE CAUSE

Shower only runs hot or cold after installation

Hot and cold supplies have been plumbed
the wrong direction.

Faulty thermostat.

Insufficient water pressure.

Shower does not run hot enough

Check the hot water supply temperature.

Maximum temperature needs adjusting,
see temperature adjustment.

Blockage in the hot supply.

Hot water in cold supply or vice versa

Check and clean non-return valves.

Check Hot and Cold supplies have not been
reversed during installation.

Low or no flow

Possible blockage/debris in the system.
Operating conditions are incorrect.

Valve shut off has been activated due to
a pressure drop in either the cold or hot
supplies.

Leaking when in the off position

Debris in the flow control cartridge.

Faulty control cartridge.

Fluctuating flow

Dynamic inlet pressure are not balanced.
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